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ERRATUM  
preparing the boiler for gas conversion & water 

treatment graph 

Applicable to: 
Nesta 300 manual - A-136280 rev.A - EN - page I-32 and I-43.

Purpose: 
1.	 Addition of the water treatment graph in water parameters section.  

2.	 Correction of the direction of rotation of the gas valve shutter for conversion to propane. Please use 
the following during the preparation of the boiler for gas conversion. 

Preparing the boiler for gas conversion

Procedure:

1 to 3 ...

4. Conversion to Propane only : rotate the gas valve shutter (1) as follows: 
	î shutter: 3 full rotations towards the “-” symbol to reduce the opening.
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